
Letter Report No. 3128531-001
Project No. 3128531

Manufacturer: Southwest Windpower

Model #: Skystream 3.7 - 120/240V 60Hz

Rated Maximum Continuous Output Power: 1.92 kW Tare Loss: 6.9 W

Vmin: NA Vac Vnom: 104 - 201 Vac Vmax: NA Vac
(phase to phase)

Power Level (%; kW)
10% 20% 30% 50% 75% 100%

Input Voltage (Vac) 0.18 0.36 0.55 0.94 1.39 1.82 Wtd
Vmin NA 0.0% 0.0% 0.0% 0.0% 0.0% 0.0% 0.0%
Vnom 104 - 201 87.1% 91.0% 92.2% 93.2% 93.4% 93.3% 92.9%
Vmax NA 0.0% 0.0% 0.0% 0.0% 0.0% 0.0% 0.0%

Peak Efficiency: 93.4% Nominal Average Efficiency: 93.3%

CEC Efficiency = 93.0%
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(% of rated) (Vac) (kW) (Vac) (%) (kW) (Vac) (%) (kW) (Vac) (%) (kW) (Vac) (%) (W)
10% Vmin 0 0 0 0 0 0 0 0 0 0 0 0 0
20% Vmin 0 0 0 0 0 0 0 0 0 0 0 0 0
30% Vmin 0 0 0 0 0 0 0 0 0 0 0 0 0
50% Vmin 0 0 0 0 0 0 0 0 0 0 0 0 0
75% Vmin 0 0 0 0 0 0 0 0 0 0 0 0 0

100% Vmin 0 0 0 0 0 0 0 0 0 0 0 0 0

10% Vnom 0.1791 104.32 0.87122 0.1792 104.34 0.87112 0.1791 104.38 0.8715 0.1792 104.39 0.87047 0.1792
20% Vnom 0.357 127.8 0.90986 0.357 127.81 0.90927 0.357 127.83 0.90877 0.358 127.86 0.91026 0.358
30% Vnom 0.547 144.42 0.92377 0.547 144.44 0.92181 0.547 144.47 0.92184 0.547 144.51 0.92205 0.547
50% Vnom 0.937 172.3 0.93172 0.937 172.35 0.9318 0.937 172.38 0.93166 0.937 172.42 0.93151 0.937
75% Vnom 1.39 192.24 0.93439 1.39 192.26 0.93428 1.39 192.3 0.93454 1.39 192.32 0.93415 1.39

100% Vnom 1.82 200.98 0.9334 1.82 200.97 0.93333 1.82 200.97 0.93337 1.82 200.97 0.9333 1.82

10% Vmax 0 0 0 0 0 0 0 0 0 0 0 0 0
20% Vmax 0 0 0 0 0 0 0 0 0 0 0 0 0
30% Vmax 0 0 0 0 0 0 0 0 0 0 0 0 0
50% Vmax 0 0 0 0 0 0 0 0 0 0 0 0 0
75% Vmax 0 0 0 0 0 0 0 0 0 0 0 0 0

100% Vmax 0 0 0 0 0 0 0 0 0 0 0 0 0
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(Vac) (%) (kW) (Vac) (%) (kW) (Vac) (%) (kW) (Vac) (%) (kW) (Vac) (%) (kW) (Vac)
0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0
0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0
0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0
0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0
0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0
0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0

104.39 0.87158 0.1793 104.43 0.87207 0.1792 104.43 0.87076 0.1791 104.45 0.87094 0.1792 104.45 0.87155 0.1791 104.48
127.9 0.91023 0.357 127.94 0.90926 0.357 127.96 0.90911 0.357 127.96 0.9087 0.357 127.98 0.90861 0.357 128.02

144.54 0.92271 0.547 144.57 0.92226 0.548 144.58 0.92164 0.547 144.62 0.9208 0.547 144.67 0.92334 0.548 144.68
172.45 0.93146 0.937 172.49 0.93154 0.936 172.53 0.93137 0.936 172.57 0.93174 0.938 172.59 0.93159 0.937 172.62
192.34 0.93444 1.39 192.38 0.93436 1.39 192.4 0.93456 1.39 192.42 0.93442 1.39 192.45 0.9345 1.39 192.47
200.96 0.93337 1.82 200.97 0.93338 1.82 200.97 0.93337 1.82 200.96 0.93332 1.82 200.97 0.93338 1.82 200.97

0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0
0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0
0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0
0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0
0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0
0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0
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